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LOAD TABULATION IS BASED ON THE FOLLOWING:

100W HPS UNDERPASS LUMINAIRE: 0.5A AT 240V
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LIGHTING SYSTEM IS AS FOLLOWS:

COLOR CODING OF CONDUCTORS FOR 240/480V, 1}, 3W

SEE DRAWING E-2 FOR ELECTRICAL GENERAL NOTES.

SEE DRAWING E-1 FOR ELECTRICAL ABBREVIATIONS.
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STA. 328+90, 12' SETBACK

200A, 240/480V, 1}, 3W

(2) 1•" UD, 3-1/C #2, 1/C #4 GND (LITE) (RECP) 1•" UD, 3-1/C #6, 1/C #8 GND (RECP)

1‚" UD, 3-1/C #6, 1/C #8 GND (LITE)

1•" UD, 3-1/C #2, 1/C #4 GND (RECP)

1‚" UD, 3-1/C #6, 1/C #8 GND (LITE)

(2) 1•" UD, 3-1/C #2, 1/C #4 GND (LITE) (RECP)

(2) 1•" UD, 3-1/C #2, 1/C #4 GND (LITE) (RECP)

(2) 1•" UD, 3-1/C #2, 1/C #4 GND (LITE) (RECP)

(2) 1 1/2" UD, 3-1/C #2, 1/C #4 GND (LITE) (RECP)

(2) 1•" UD, 3-1/C #2, 1/C #4 GND (LITE) (RECP)


